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FOUNDATION AND  GROUND FLOOR SLAB
 - LAYOUT  & STRUCTURAL DETAILS

BRC Structural
mesh No. A142
on grd. fl. slab

BRC Structural
mesh No. A142
on grd. fl. slab

BRC Structural
mesh No. A142
on grd. fl. slab

BRC Structural
mesh No. A142
on grd. fl. slab
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Compacted hardcore in layers
not exceeding 225mm. thick

100mm. thick compacted
murram blinding

Damp proofing membrane
gauge 1000, single layer

150mm. thick Basement
 fl.slab reinforced
with mesh No. 142
centrally placed

20
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SECTION X - X:
TYPICAL STRIP FOOTING

Scale 1:25

600
3Y10-02-200
nY10-01-250B1

50mm concrete
class 15 blinding

200mm. thick masonry
foundation wall reinforced
with hoop irons gauge
22 at every alternate courseD
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2Y16-01

94Y8-02-300 45
0

200

Ring Beam
1B1&1B6(450x200)
 Beam Length=28m

2Nos. off

2Y16-01

2Y16-02

21Y8-02-250 45
0

200

Ring Beam
1B2&1B8(450x200)
 Beam Length=5m

2Nos.Off

2Y16-02 21Y8-02-250 45
0

200

Ring Beam 1B4(450x200)
 Beam Length=5m

3Y16-05

2Y16-05

 SLAB & BEAMS - LAYOUT PLAN
(150 mm R.C. solid slab unless shown otherwise)2Y16-03

94Y8-02-300 45
0

200

Ring Beam
1B1&1B6(450x200)
 Beam Length=28m

2Nos. off
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4Y8-02-300 45
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Ring Beam
1B3&1B5(450x200)
 Beam Length=0.8m

2Nos. off

2Y16-04

2Y16-09

20Y8-02-300 45
0

200

Ring Beam 1B7(450x200)
 Beam Length=5.6m

2Y16-09

2Y16-08

7Y8-02-300 45
0

200

Ring Beam
1B11&1B12(450x200)

 Beam Length=1.6m
2Nos. off

2Y16-08
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1. All dimensions are in millimetres.
2. All concrete shall be class 25/20
unless shown otherwise.
3. Min. conc. cover to all main reinforcement
 shall be as shown below:
     -columns       50mm.
     - beams         25mm.
     -slab             25mm.
4. All dimensions are in millimeters  and are based
 on center lines of the trusses.
5. All timber shall be cypress cell cured and
 adequately treated against insect attack.
6. Unless shown otherwise, all pitch is 25°
7. Unless indicated otherwise all splices
shall   be  600mm. min.
8. All truss members  shall be jointed with  M10 bolts
 at least 2 No. per any 2 joined members.
9. Where trusses are joined together 40x40x4mm.
angles shall be provided for the purpose.
10. Each and every bolt shall be provided with
2No. mild steel washers.
11. External dimensions of trusses MUST be confirmed
on site prior to fabrication and any
 discrepancies in the drawings referred to the
Engineer  for resolution and instructions.
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T11

T12

HT4HT3

1700 1700

T1 2NOS. OFF

3400 600600

TRUSSES DETAILS

1275 1500 1425127515001425

8400

T2 12NOS. OFF

1275 1500 1425127515001425

8900

T3 & T7 2NOS. OFF

1275 1500 142512751500725

7700

T4 & T6 2NOS. OFF

1275 20251700

5000

T5 T8 & T9 2NOS. OFF

600600 1600 1200 1200 1600

5600
T10

1800 1800

1800

HT3 & HT4 2NOS. OFF

Unless shown otherwise:
All external members are 150 x 50mm.
All internal members are 100 x 50mm.
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HT3 & HT4 2NOS. OFF

1075 1500 1425

4000

HT1 & HT2 2NOS. OFF

1B13

1B
13

1B
15

1B
14

KEY
Truss (1500 max spacing c - c)

Rafter (600 max spacing c - c)

HT................Hip Truss
T.................Truss

2Y16-07

9Y8-02-300 45
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Ring Beam 1B13(450x200)
 Beam Length=2.4m
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5Y8-02-300 45
0

200

Ring Beam
1B14&1B15(450x200)

 Beam Length=1.2m
2Nos. off
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ROOF TRUSSES  - LAYOUT
& STRUCTURAL DETAILS
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